A road map to a comprehensive regulation on ventilation technology for operating rooms.
Among strategies to reduce surgical site infection (SSI) risk, we concentrate on the optimization of the air quality through the heating, ventilation, and air conditioning (HVAC) system. Current ventilation standards applied by some European countries have been compared and show uncertainty in the criteria for dimensioning the HVAC system. The development of a comprehensive regulation needs further discussion.